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Abstract: In this work, a systematic approach based on the geometric observer is proposed to design
a model-based soft sensor, which allows the estimation of quality indexes in a bioreactor. The study
is focused on the structure design problem where the set of innovated states has to be chosen. On the
basis of robust exponential estimability arguments, it is found that it is possible to distinguish all the
unmeasured states if temperature and dissolved oxygen concentration measurements are combined
with substrate concentrations. The proposed estimator structure is then validated through numerical
simulation considering two different measurement processor algorithms: the geometric observer and
the extended Kalman filter.
Keywords: nonlinear state estimation; geometric observer; bioreactor; continuous system; extended
Kalman filter; model-based sensor
1. Introduction
Bioreactors are units where a wide variety of products are made in industrial plants and where a
diversity of important processes, such as fermentation, occur. Usually, the control of bioreactors is
accomplished through the regulation of variables, such as pH and temperature, for optimizing the
microbial growth [1,2]. Product quality indexes such as biomass, substrate, product or by-product,
and dissolved oxygen concentrations are not usually controlled, because they are difficult to measure
in real-time [3]. Even though many works report the availability and advantages of monitoring
techniques, industrial biotechnology processes have a scarce capacity for real-time monitoring, which
implies a limited implementation of efficient control of the process [4,5]. Because an unpredicted
perturbation may lead to significant changes in the qualitative behavior of the system [6–8], it is crucial
to accurately monitor the process.
Model-driven soft sensors can be a possible approach to estimate variables from secondary
measurements. They rely on first principles process models and on algorithms that reconcile the
available measurements with predictions carried out by the model. Several estimation techniques
have been proposed in the literature for chemical and biochemical processes. Among them, the
following have been recognized to have strong potential in the online estimation of nonlinear systems:
(i) extended Kalman filter [9], (ii) high gain observer [10], (iii) sliding mode observer [11], (iv) geometric
observer [12,13]. Many of the strategies to estimate unmeasurable states and disturbances for partially
known systems are based on the extended Kalman filter (EKF) because its design is quite simple and it
is widely accepted by relevant industries [14,15].
In this paper, the problem of estimating unmeasured states in a bioreactor is addressed. The study
is based on the detailed model proposed by [16], which is considered as the virtual plant. The main
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objective is to compare different estimation solutions depending on the available measurements and the
characteristics of the sensors. An adjustable-structure geometric estimation approach is implemented,
considering the estimator structure as a degree of freedom in the design with the aim of improving
performance versus robustness estimation behavior [13,17,18]. The used estimation algorithm is the
geometric observer (GO) with proportional innovation [19], which offers the simplicity of tuning and
implementation. In order to show that the proposed procedure for choosing the estimation structure
can be applied to other estimation techniques, the extended Kalman filter (EKF) is also used as the
measurement processor algorithm.
2. Process Model
The biochemical process considered in the present paper is a fermentation reactor for the
production of ethanol. The model was developed by [16] and, for the sake of clarity, it is hereafter
reported (Equations (1)–(6)). It is assumed there is a perfect mixing in the reactor (constant pH
and constant volume). The dynamics of biomass (CX), substrate (CS), ethanol (CP), along with the
oxygen concentration (CO2) are considered. Energy balances are also taken into account describing
the reactor temperature (Tr) and jacket temperature (Tag) dynamics. A low dilution rate has been
considered allowing a balance between the biomass exiting from the system and the biomass produced
in the reactor.
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The oxygen equilibrium concentration is affected by the inorganic salts, which are added to the
solution as source of inorganic nitrogen. The dependence is reported in Equation (7)
C∗O2 = C
∗
O2, 0
·10−
∑
HiIi (7)
where the equilibrium concentration as a function of temperature has been calculated using the
equation proposed by [20] for distilled water
C∗O2, 0 = 14.6− 0.3943Tr + 0.007714 T2r − 0.0000646T3r (8)
In the present work, the distillation strength
∑
HiIi is kept constant and it has been calculated
using the equations reported in [16].
The model is here used to simulate a real process and to develop the model-based soft sensor
(estimator). Because the aim of the work is to mimic a real situation, the simulation using the model
parameters reported in [16] is considered as the real plant (hereafter referred to as the virtual plant).
On the other hand, some of the parameters used for the model in the estimator algorithm have been
modified. The aim was to insert modeling errors to simulate what usually happens in a real situation
where parameter uncertainty is present. This is often the case when dealing with complex systems such
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as biological reactors [21]. A Monte Carlo method has been used to produce empirical error estimates
on the model parameters, using a uniform noise distribution with a maximum deviation equal to
±8%. Table 1 summarizes the parameters of the model used in the estimator algorithm obtained by
performing 100 simulations and leading to the maximum error calculated on the trajectories of the six
states. The other parameters of the model are the same as reported in [16]. The nominal conditions of
the virtual plant are reported in Table 2.
Table 1. Parameters for the virtual plant and for the estimator.
Virtual Plant Estimator
µp 1.790 1.7465
Ks 1.030 1.0248
Kp 0.139 0.1281
Ks1 1.680 1.8090
Kp1 0.070 0.0692
Rsx 0.607 0.6274
Rsp 0.435 0.4549
Table 2. Nominal operating conditions of the process.
CO2 = 2.5 mg/L pH = 6
CP = 13 g/L Tag = 29 ◦C
CS = 27 g/L Tin = 25 ◦C
CS,in = 60 g/L Tin,ag = 15 ◦C
CX = 1 g/L Tr = 26 ◦C
Fag = 18 L/h V = 1000 L
Fi = Fe = 51 L/h -
The model simulations have also been made more realistic by adding noise to the available
measurements, and the precision of the sensors is reported in Table 3.
Table 3. Noise for the different measuring sensors.
CX CS CO2 Tr Tag
±2.5% ±2.5% ±2.5% ±0.1 ◦C ±0.1 ◦C
It is important to specify that all tests performed in the following have been carried out by
imposing step changes to three inputs of the system (CS,in, Tin,ag, Tin). The description of input
variations is reported in Table 4.
Table 4. Step changes of input variables.
Input t = 0 h t = 100 h t = 200 h
T1 CS,in (g/L) 60 45 75
T2 Tin,ag (◦C) 15 10 20
T3 Tin (◦C) 25 20 30
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3. Estimation Problem
The current real-time monitoring methods used in ethanol production consist of secondary
measurements such as pH, turbidity, gas composition and temperature [4]. Even if such variables
provide important information about the process, they do not directly relate to the state of the
system, making it difficult to apply advanced control strategies. Furthermore, even the best process
measurements are corrupted by some amount of signal noise and their true values are somewhat
uncertain. State estimation techniques can be used to improve the output signal of measured process
states in the presence of uncertainty and when it is not possible to directly measure all the variables
of interest.
The estimation problem consists of jointly designing the estimation structure (i.e., estimator model,
sensors, innovated states and data assimilation mechanisms), and the estimation algorithm (i.e., the
dynamic data processor), to infer some or all the states of the bioreactor on the basis of the available
model in conjunction with available measurements, according to a specific estimation objective. In the
present fermentation reactor estimation study, the emphasis has been placed on: (i) the detection of the
more adequate measured outputs leading to the best performance, (ii) the selection of the innovated
states, meaning the states which are updated by using the available measurement.
For simplifying the formulation of the problem, the model in Equations (1)–(6) is written in
compact form as reported in Equation (9)
.
x = f(x,u), x(t0) = x0 (9a)
y = h(x) (9b)
where x is the n-dimensional state vector, equal to x0 at the initial time t0, u is the p-dimensional input
vector, f is the n-dimensional vector fields, y is the m–dimensional vector of the measured outputs and
h is the map relating states and measurements. The dimension of the measured outputs is less than
the number of states, that is m < n. Using the geometric approach [19,22], it is possible to define the
nonlinear estimation map φ as Equation (10)
φ(x,u) = [φ1, . . . ,φi, . . . , φm]
T (10a)
φi =
(
hi, L f hi, . . . ,L
κi−1
f hi
)
(10b)
where the L jf hi is the jth Lie derivative of the time-varying scalar field hi along the vector f, κi is the
observability index of the ith output and κ is the estimator order defined in Equation (11)
κ1 + κ2 + . . .+ κm = κ = n (11)
If the map φ(x,u) is invertible with respect to x (Equation (12)), the system is observable, and the
states can be reconstructed using the available model (Equations (1)–(6)) and a proper measurement
processor algorithm [14].
rank(∂xφ(x,u)) = n (12)
If the Jacobian matrix ∂xφ(x,u) is rank deficient, there are unobservable states. In this case, the
system is detectable only if all the unobservable modes have negative real parts [19].
3.1. Robust Estimability and Robust Detectability
If all states can be fully observable, the observability matrix should be full-rank, but practical
observability can be assessed if the condition number of the observability matrix (Σ) is small [23].
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Furthermore, a small singular value of the observability matrix implies the worst estimate of the
states [24]
rank(Υ) = n,Υ = ∂xφ(x,u) (13a)
σ(Υ)
σ(Υ)
= Σ < Ξ, (13b)
avg
t
σ(Υ) ≥ ε0 (13c)
where Ξ and ε0 are, respectively, the selected thresholds.
On the other hand, if matrix Υ is rank deficient and the unobservable states are stable, it is
necessary to distinguish between states that can be innovated (distinguishable states) and states that
cannot (undistinguishable states). In this case, the dimension of the map in Equation (10) is equal to
the dimension of the distinguishable states, and robust detectability can be assessed if the following
conditions are satisfied (Equation (14))
σ
(
Υp
)
σ
(
Υp
) = Σi < Ξp (14a)
avg
t
σ
(
Υp
)
≥ εp0 (14b)
Υp = ∂xφp(x,u) (14c)
φp =
(
h1, . . . ,L
κ1−1
f h1, . . . , hm, . . . ,L
κm−1
f hm
)
(14d)
κ1 + κ2 + . . .+ κm = κ = p (14e)
The constants Ξp and εp0 are, again, the selected thresholds.
3.2. Selection of the Estimator Structure
The performance of an estimator is obviously strongly affected by the model of the process and the
quality of the available measurements. Biological processes are complex systems, therefore the presence
of model uncertainty in terms of parameters and neglected dynamics is, in general, to be expected [21].
This means that the complete reconstruction of the states requires, in general, a combination of different
measurements [4]. Within this framework, it is important to underline that there is still a gap between
the sensors for laboratory use and large scale monitoring in real-time [4]. The selection of the estimator
structure is therefore focused on the choice of the best monitoring strategies, by considering which are
the most representative measured outputs and the presence of parameter errors in the model used
in the estimator. It is considered that system monitoring can be expensive, in terms of both fixed
and operation costs, therefore it could be useful to optimize performance with the least number of
sensors. This analysis has been carried out comparing condition number and minimum singular
values of the matrix Υ or Υp (Equations (13) and (14)). The performances have also been evaluated by
simulating different trajectories, from which the convergence rate, presence of off-set and signal noise
have been evaluated.
3.3. Algorithms for the Estimation Problem
In this study, two different algorithms have been selected and compared. The first one is the
geometric observer [19], which is formally connected with the observability properties reported in the
previous section. The geometric observer (GO) can be applied also to detectable systems [13], and it
demonstrated to be simple to implement and tune [18,22]. The geometric approach is also used to
select the estimator structure, in terms of the selection of measurements and states to be innovated.
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The geometric observer algorithm is reported in Equation (15), where it is assumed that some
states are not innovated. This choice may depend on the rank deficiency of the observability matrix or
a design choice intended to improve the robustness and efficiency of the estimator.
.
xˆi = fˆi(xˆ,u) + (∂xiφ(xˆ,u))
−1K(y− h(xˆ)), xi0 = xi(t0) (15a)
.
xˆu = fˆu(xˆ,u), xu0 = xu(t0) (15b)
The inverse of the observability matrix ∂xiφ(x,u) in Equation (15a) is calculated at each time step
and K is a block diagonal matrix (Equation (16)), whose coefficients are constant tuning parameters.
The estimated states xˆ in Equation (15) are the innovated states (xˆi), where the dynamics predicted by
the model are adjusted by means of the available measurements y, and the not innovated states (xˆu),
which are only predicted by the model (referred to in the following as open-loop states).
K =

B1 0
0 B2
. . . 0
. . . 0
...
...
0 0
. . .
...
. . . Bm
, B1 =

k11
...
k1ν1
, B2 =

k21
...
k2ν2
, Bm =

km1
...
kmνm

νi = κi−1
(16)
Tuning guidelines are provided by [17], proving that a set of tuning parameters ki j is required for
every measurement. For observability indexes equal to 1 or 2 (κi = 1, 2), the proportional gains can be
obtained by considering Equation (17).
ki1 = 2ζω0, ki2 = ω02 (17a)
ω0 ∈ [10ωc, 30ωc], ζ = [1, 3] (17b)
The GO has then been compared with the extended Kalman filter (EKF), which is the most used
estimator algorithm in the industry because of its straightforward construction [17]. Even if the EKF is
usually applied to complete observability systems, in this investigation it has been used also when the
choice of measurements leads to a rank deficient observability matrix. The EKF algorithm has been
applied in the continuous form, reported in the following Equation (18).
.
xˆi = fˆi(xˆ,u) +KEKF(y− h(xˆ)), xi0 = xi(t0) (18a)
.
xˆu = fˆu(xˆ,u), xu0 = xu(t0) (18b)
KEKF = P(t)HTR−1 (18c)
.
P(t) = P(t)F(t) + FT(t)P(t) +Q(t) −KEKFHP,P(t0) = P0 (18d)
F(t) is the Jacobian of the vector field fˆi, calculated with respect to the innovated states, P is the
error covariance matrix of the innovated states, H is the matrix of the derivative of the map h with
respect to the states, Q and R are, respectively, the covariance matrix of the model and measurements
errors [9]. The constant matrix Q, R, and P0 are tuning parameters of the estimation model and they
have been calculated minimizing the error between the states calculated with the simulated plant and
the estimator along a reference trajectory.
4. Results
4.1. Estimation Structure
The choice of the estimation structure has been carried out considering: (i) condition number and
the minimum singular value of the Jacobian matrix Υ (or Υp) for a different choice of measurements
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and innovated states and (ii) evaluating the responses of the reconstructed states for a given trajectory.
Temperature and dissolved oxygen measurements have always been considered available, according
to the laboratory and industrial practice. On the other hand, sensors suited for ethanol measurements
as well as substrate and biomass are not always available for large scale real-time applications [4].
According to the analysis reported in [3], two possible scenarios have been considered: (i) biomass
concentration in the reactor is measured online or (ii) substrate concentration in the reactor is measured
online. Using the representation in (9), the considered cases are reported in Equation (19):
y =
(
Cx, CO2 ,Tr, Tag
)
(19a)
y =
(
Cs, CO2 ,Tr, Tag
)
(19b)
where y represents the measured output vector.
According to Equation (13), it is easy to demonstrate that no combination of indexes κi satisfies
the observability property for the output vector in Equation (19a). This implies that a full order
observer is possible if the substrate concentration is measured online and therefore when using the
output configuration reported in Equation (19b). In this case, the nonlinear estimation maps satisfying
Equation (13a) are reported in Equation (20)
φ1 =
[
CS, L fCS, CO2 , L fCO2 ,Tr, Tag
]
, φ2 =
[
CS, L fCS, CO2 ,Tr, L fCTr ,Tag
]
(20)
A first comparison of the two structures can be carried out by considering the values of condition
number and minimum singular value for the Jacobian of the maps (20), calculated by averaging
along the trajectories obtained with input step changes T1 and T2 (Table 4) and reported in Table 5.
The structure φ2 seems to be more robust (lower condition number), but it shows a lower minimum
singular value, indicating that changes in the states should affect the outputs to a lesser extent.
Table 5. Condition number and minimum singular value with four measurements.
φ1 φ2
Σ 1802.6 71.37
σ 0.086 0.03
The reconstruction capabilities of the two structures using the geometric observer are therefore
calculated, using the input variations T1 and T2, reported in Table 4. Results are shown in Figures 1–4,
only for the unmeasured variables, which are ethanol and biomass concentration. It is worth noticing
that also the state values calculated only with the model used in the estimation algorithm (open-loop
model), but without innovation are reported in order to better highlight the correction provided by the
estimation algorithm.
It is possible to observe that using the map φ1, allows a good reconstruction of the biomass
behavior (Figure 1), while there is a large mismatch between the ethanol concentration obtained with
the virtual plant and the reconstructed one (Figure 2).
When using the second configuration, results worsen, both for biomass (Figure 3) and for ethanol
(Figure 4) concentration. It is worth noticing that the state’s values estimated with map φ2 are more
corrupted by the measurement noise because in this case a greater observer gain has been used to
decrease the offset.
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The two full order structures are not able to adequately estimate the product of the reactor,
therefore a different solution is required to improve ethanol concentration. Using the same m asured
outputs, it is possible to improve estimation performance by reducing the order of the observer using
only one L e’ derivative [22]. Th maps report d in Equation (21) lead o five observable tates and
only one detectabl .
φp3 =
[
Cs, CO2 ,Tr, L f Tr, Tag
]
, φp4 =
[
Cs, L fCs, CO2, Tr, Tag
]
(21)
The rank of the Jacobian of the maps φpi (i = 3, 4) depends on the choice of the non innovated
state (xˆu) between the two that are not easured, which are tha ol a d biomass c ncentration. It c n
be verified that the map φp3 can be inverted only if Cx is innovated and Cp is not. On the other hand,
the Jacobian of map φp4 always has a rank equal to five, regardless of the choice of the innovated
states. Recalling Equation (15), the following partitions are considered:
xi =
[
Cx,Cs, CO2 ,Tr, Tag
]
, xu =
[
Cp
]
(22a)
xi =
[
Cp,Cs, CO2 ,Tr, Tag
]
(22b)
The map φp3 can be used with the partition in Equation (22a), while the map φp4 can be used
with both partitions in Equation (22a,b). Therefore, two different solutions are identified: φp4,1 for
partition (22b) and φp4,2 for partition (22a). A first analysis of the possible configurations can be
obtained by considering the minimum singular value and condition number reported in Table 6.
The indexes’ values are comparable; therefore, the evaluation of the best structure has been performed
analyzing the reconstruction performance. Figures 5 and 6 represent the estimation of the unmeasured
states (ethanol and biomass concentration) for the input step change T1 and T2 described in Table 4.
The best reconstruction capabilities are shown by configuration φp3 for both the states. This result may
suggest that conditions calculated with Equation (14) are informative when the magnitude between the
different configurations is significantly different, otherwise, it is necessary to evaluate the estimation
capabilities by evaluating the estimator response for given input changes.
Table 6. Mean condition number and minimum singular value for low order structures.
φp3 (CP ope loop) φp4,1 (Cx open loop) φp4,2 (CP open loop)
Σ 2.15 8.75 1.53
σ
¯ 0.47 0.12 0.99
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measured outputs. In order to validate the obtained results, a new test was carried out considering 
as reference trajectory the variation of the input temperature (Tin) as shown in Table 4 (Case T3). 
Figure 7 shows the dynamic behavior of biomass and product concentration and confirms that the 
proposed structure can effectively reconstruct the unmeasured states also with different process 
conditions. It is worth noticing that the ethanol concentration is not innovated, and the correction of 
the other states also has a positive impact on its estimation.  
Figure 5. Dynamic response of the biomass concentration calculated with the virtual plant (continuous
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Figure 6. Dynamic response of the product concentration calculated with the virtual plant (continuous
line), GO with map φp3 (dashed black line), GO with map φp4,1 ( otted black line), GO with map
φp4,2 (dashed-dotted grey line) along trajectory T1 (left panel) and T2 (right panel).
4.2. Validation
The analysis carried out in the previous section indicates the best estimation structure with four
measured outputs. In order to validate the obtained results, a new test was carried out considering as
reference trajectory the variation of the input temperature (Tin) as shown in Table 4 (Case T3). Figure 7
shows the dynamic behavior of biomass and product concentration and confirms that the proposed
structure can effectively reconstruct the unmeasured states also with different process conditions. It is
worth noticing that the ethanol concentration is not innovated, and the correction of the other states
also has a positive impact on its estimation.
Using the same number and choice of measured outputs Equation (19b) and partition between
innovated and not innovated states Equation (22a), the estimation task has been addressed using the
extended Kalman filter (Figure 8). The main reason for using another algorithm as a measurement
processor is to demonstrate that the estimator performance depends on the structure selection rather
than estimation algorithm. EKF has been preferred for this validation because it is usually preferred in
the industrial practice as it is easy to implement and robust if adequately calibrated [25,26].
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Figure 8. Dynamic response of biomass concentration and ethanol concentration calculated with
the virtual plant (continuous line), open-loop model (dashe line) and ext ded Kalman filter (EKF)
(dotted line) for structure φp3 along the trajectory T3.
Results show that EKF can effectively reconstruct the unmeasured states, revealing that estimator
structure design is the key step for a successful achievement of the stimation goals. Th only difference
between the two approaches is that th biomass calculat d with t e geometric obs rver is m re affected
by noise. This behavior ca be xplained by the presence of the Lie derivative in GO, whic implies a
higher sensitivity to measurement noise with respect to the EKF.
5. Conclusions
The problem of estimating unmeasured states in a b ore ctor was addressed, and it was
demonstrated that the estimation performance relies on an appropriate structure selection rather
than the chosen measurement processor algorithm. An adjustable-structure geometric estimation
approach was used, and the estimator structure constituted a design degree of freedom to improve its
performance versus robustness behavior. The estimation structure design was based on estimability
and detectability properties used together with a geometric approach. The analysis of the estimability
measures showed the ill- and well-conditioned structures (condition number of the observability
matrix), and the poorest estimation performance for the given structure (minimum singular value
of the observability matrix). From the implementation stage with simulations, it was found that the
results agreed with the ones obtained from the structural assessment when estimability measure values
calculated for the different structures were significantly different. The used estimation algorithm
Processes 2020, 8, 480 12 of 13
was the geometric observer with proportional innovation, which offers simplicity of tuning and
implementation. With the aim of showing that the proposed procedure for choosing the estimation
structure can be applied to other estimation techniques, the extended Kalman filter was also used
as measurement processor algorithm. The obtained results showed that the two estimators lead to
good estimation performance, with the only difference that the geometric observer estimation is more
sensitive to measurement noise, probably because of the presence of the Lie derivative in the correction
term. Summarizing, the systematic geometric approach led to the best solution for the estimation
problem, giving a structure that did not depend on the correction algorithm. The latter can be chosen
according to the wishes of the personnel of the plant or developer experience. It is worth noticing
that the systematic tuning procedure of the geometric approach was very useful for comparing the
reconstruction capabilities of the different structures. The results obtained in this paper in terms of
methodology could be applied to more complex biotechnological processes, such as the obtainment
of ethanol from cellulosic material, where the measurement devices for real-time application in the
industry are still missing. In this case, the proposed approach can be used to detect the measurements
that lead to the best reconstruction capabilities and invest in them.
Author Contributions: S.L. performed the analytic calculations and performed simulations; S.T. conceived the
idea, proposed the computational model and wrote the paper; M.G. contributed to the analysis of the results
and provided critical feedback; S.T. and M.G. reviewed the manuscript. All authors have read and agreed to the
published version of the manuscript.
Funding: This research received no external funding.
Conflicts of Interest: The authors declare no conflict of interest.
References
1. Ramaswamy, S.; Cutright, T.J.; Qammar, H.K. Control of a continuous bioreactor using model predictive
control. Process Biochem. 2005, 40, 2763–2770. [CrossRef]
2. Imtiaz, U.; Assadzadeh, A.; Jamuar, S.S.; Sahu, J.N. Bioreactor temperature profile controller using inverse
neural network (INN) for production of ethanol. J. Process Control 2013, 23, 731–742. [CrossRef]
3. Holzberg, T.R.; Watson, V.; Brown, S.; Andar, A.; Ge, X.; Kostov, Y.; Tolosa, L.; Rao, G. Sensors for
biomanufacturing process development: Facilitating the shift from batch to continuous manufacturing.
Curr. Opin. Chem. Eng. 2018, 22, 115–127. [CrossRef]
4. Cabaneros Lopez, P.; Feldman, H.; Mauricio-Iglesias, M.; Junicke, H.; Huusom, J.K.; Gernaey, K.V.
Benchmarking real-time monitoring strategies for ethanol production from lignocellulosic biomass.
Biomass Bioenergy 2019, 127, 105296. [CrossRef]
5. Pachauri, N.; Singh, V.; Rani, A. Two degree of freedom PID based inferential control of continuous bioreactor
for ethanol production. Isa Trans. 2017, 68, 235–250. [CrossRef]
6. Tronci, S.; Grosso, M.; Alvarez, J.; Baratti, R. On the global nonlinear stochastic dynamical behavior of a class
of exothermic CSTRs. J. Process Control 2011, 21, 1250–1264. [CrossRef]
7. Baratti, R.; Tronci, S.; Schaum, A.; Alvarez, J. Open and closed-loop stochastic dynamics of a class of nonlinear
chemical processes with multiplicative noise. J. Process Control 2018, 66, 108–121. [CrossRef]
8. Moreno, J.A.; Alvarez, J. On the estimation problem of a class of continuous bioreactors with unknown input.
J. Process Control 2015, 30, 34–49. [CrossRef]
9. Jazwinski, A.H. Stochastic Processes and Filtering Theory; Courier Corporation: North Chelmsford, MA,
USA, 2007.
10. Ciccarella, G.; Dalla Mora, M.; Germani, A. A Luenberger-like observer for nonlinear systems. Int. J. Control
1993, 57, 537–556. [CrossRef]
11. Wang, G.B.; Peng, S.S.; Huang, H.P. A sliding observer for nonlinear process control. Chem. Eng. Sci. 1997,
52, 787–805. [CrossRef]
12. Zeitz, M. The extended Luenberger observer for nonlinear systems. Syst. Control Lett. 1987, 9, 149–156.
[CrossRef]
13. Alvarez, J.; López, T. Robust dynamic state estimation of nonlinear plants. Aiche J. 1999, 45, 107–123.
[CrossRef]
Processes 2020, 8, 480 13 of 13
14. Dewasme, L.; Goffaux, G.; Hantson, A.L.; Wouwer, A.V. Experimental validation of an Extended Kalman
Filter estimating acetate concentration in E. coli cultures. J. Process Control 2013, 23, 148–157. [CrossRef]
15. Longhi, L.G.S.; Marcon, S.M.; Trierweiler, J.O.; Secchi, A.R. State estimation of an experimental bioreactor
using the extended Kalman filtering technology. Ifac Proc. Vol. 2002, 35, 379–382. [CrossRef]
16. Nagy, Z.K. Model based control of a yeast fermentation bioreactor using optimally designed artificial neural
networks. Chem. Eng. J. 2007, 127, 95–109. [CrossRef]
17. Álvarez, J.; Fernández, C. Geometric estimation of nonlinear process systems. J. Process Control 2009, 19,
247–260. [CrossRef]
18. Porru, M.; Özkan, L. Monitoring of Batch Industrial Crystallization with Growth, Nucleation, and
Agglomeration. Part 2: Structure Design for State Estimation with Secondary Measurements. Ind. Eng.
Chem. Res. 2017, 56, 9578–9592. [CrossRef]
19. Alvarez, J. Nonlinear state estimation with robust convergence. J. Process Control 2000, 10, 59–71. [CrossRef]
20. Bela, S. Bioengineering Operations; Tankonykiado: Budapest, Hungary, 1992.
21. Spigno, G.; Tronci, S. Development of hybrid models for a vapor-phase fungi bioreactor. Math. Probl. Eng.
2015, 2015, 801213. [CrossRef]
22. Salas, S.D.; Romagnoli, J.A.; Tronci, S.; Baratti, R. A geometric observer design for a semi-batch free-radical
polymerization system. Comput. Chem. Eng. 2019, 126, 391–402. [CrossRef]
23. Dochain, D.; Tali-Maamar, N.; Babary, J.P. On modelling, monitoring and control of fixed bed bioreactors.
Comput. Chem. Eng. 1997, 21, 1255–1266. [CrossRef]
24. Long, R.; Qin, Y.Y.; Jia, J.C. Observable degree analysis of SINS initial alignment based on singular value
decomposition. In Proceedings of the 2008 IEEE International Symposium on Knowledge Acquisition and
Modeling Workshop, Wuhan, China, 21–22 December 2008; pp. 444–448.
25. Leu, G.; Baratti, R. An extended Kalman filtering approach with a criterion to set its tuning parameters;
application to a catalytic reactor. Comput. Chem. Eng. 2000, 23, 1839–1849. [CrossRef]
26. Salas, S.D.; Ghadipasha, N.; Zhu, W.; Mcafee, T.; Zekoski, T.; Reed, W.F.; Romagnoli, J.A. Framework design
for weight-average molecular weight control in semi-batch polymerization. Control Eng. Pract. 2018, 78,
12–23. [CrossRef]
© 2020 by the authors. Licensee MDPI, Basel, Switzerland. This article is an open access
article distributed under the terms and conditions of the Creative Commons Attribution
(CC BY) license (http://creativecommons.org/licenses/by/4.0/).
